IMPROVING THE REFRIGERATED VEGETABLES STORAGE ROOMS PERFORMANCE

MAGDA, M. ABD- EL RAHMAN. *

ABSTRACT
Adequate storage may reduce subsequent losses. Adequate storage involves proper regulation of temperature, humidity, air circulation, proper stacking pattern, regular inspection, and prompt produce disposal as soon as maximum storage life has been attained. One of the greatest impediments to preserving quality through refrigerated storage is the consumers' strong preference for freshly harvested produce and resistance to stored produce. This research aims to test the feasibility of improving the performance of cold storage rooms by using the evaporative cooler to control air relative humidity inside the storage. Some operating parameters such as, water flow rate of pad surface, (0.075, 0.120, 0.165 and 0.210 m3/h) and pads face air velocity (0.25, 0.50 and 0.75 m/s) on the air temperature, and air relative humidity inside storage room were studied. The effect of such process on the performance of cold storage rooms in terms of tomatoes fruits storageability (weight loss percentage) and fruits firmness were also considered. The results revealed that, optimum values for the operations conditions were obtained at 0.165 m3/h of water flow rates of pad and 0.5 m/s of pad-face air velocity. The maximum deteriorated of tomatoes stored with evaporative cooler was (5.62 %), comparing with the deteriorated value of the control treatment (14.69 %). Tomatoes stored without evaporator cooler (control treatment) gave the lowest firmness (48.66 N), which was coupled with maximum total damage (14.69 %).

INTRODUCTION
Throughout the period between harvest and consumption, temperature control has been found to be the most important factor in maintaining product quality. Fruits and vegetables are living, respiring tissues separated from their parent plant. Keeping products at their lowest safe temperature will increase storage life by

lowering respiration rate, decreasing sensitivity to ethylene gas and reducing water loss. Reducing the rate of water loss slows the rate of shriveling and wilting, cause of serious post harvest losses. Another aspect to consider when handling fruits and vegetables is the relative humidity of the storage environment. Loss of water from produce is often associated with a loss of quality, as visual changes such as wilting or shriveling and textural changes can take place.

In Egypt there are hundreds of refrigerated storages used for short or long-term storage of fruits and vegetables. Storage are used as a marketing tool to smooth out peaks and valleys in production, allow a more continuous supply to customers, and help maintain the quality of produce. Storages come in a vast array of sizes, layouts and construction methods, all of which are critical to their proper function. For fresh market produce, any method of increasing the relative humidity of the storage environment will slow the rate of water loss. The method of increasing relative is to add moisture to the air around the commodity at last, resort, by wetting the store room floor.

Wilson et al. (1995), Janet and Richard (2000), and Lisa and Kader (2004), reported that the relative humidity in refrigerated storage must be within the optimum range for the commodity. For most fruits and vegetables, the optimum relative humidity is 85-90 percent. When relative humidity inside the refrigerated storage is less than 85 percent, the facility should use a humidifier. The air to coil temperature differential of the refrigeration unit must be no greater than 50 °F. The temperature differential equals the difference between the temperature of the refrigerant entering the coil and the temperature of the air in the refrigerated facility. Air to coil temperature differentials greater than 50°F condenses water vapor in the air, reducing relative humidity in the facility and producing ice accumulations on the evaporator coils. When the humidity is lower, air tends to absorb water from the stored produce, causing it to wilt. The addition of moisture to the facility by dumping water on the floor is a common practice to add moisture to the air. Whereas, James (1996), and Byczynski (1997) showed that forced air cooling causes virtually no moisture loss under some conditions. In other cases, losses are great enough to damage the product and prevent the use
of this cooling method. Amount of moisture loss depends on: initial temperature of the product, product transpiration coefficient, use of waxes or moisture resistant packaging, and humidity of the cooling air. Maintaining high relative humidity in storage is complicated by the fact that refrigeration removes moisture. They added that humidification devices such as spinning disc aspirators may be used. Even buckets of water will increase humidity as the fans blow air across the water’s surface and increase evaporation.

Tassou and Xiang (1998) reported that the relative humidity and temperature of the air are important parameters in cold store design and operation. Relative humidity is the ratio of the partial presser of water vapour in the air to the partial pressure at saturation at the same temperature. Since it is the water vapour pressure difference between the store air and the surface of the produce that drives the transpiration process, to minimize weight loss it is important to maintain the store air at as high a value of relative humidity as possible, typically 90% RH. Although, Geeson, (1989) showed that low temperatures and high humidity's can be achieved in a cold store by using either forced air cooling with conventional coils or, forced air cooling with wet cooling system. The latter system provides much higher cooling rates than the conventional system and is thus used for rapid cooling and short term holding of fruits and vegetables.

Many authors reported and described the evaporation cooling system, Wang (1993) ASHRAE (1998), ASAE (2000), Campos et al. (2002), CEC (2006), USDE (2009), and Wikipedia (2009), showed that evaporative coolers (also called swamp, desert, or air coolers) are devices that cool air through the simple evaporation of water. The evaporation cooling systems are based on the process of heat absorption during the evaporation of water. There are two types of evaporation cooling systems, misting or fogging system and fan-bad cooling system. These systems are normally evaluated in terms of an evaporative cooling or saturation efficiency. On other words, evaporation cooling is an air conditioning process that uses the evaporation of liquid water to cool an air stream directly or indirectly so that the final dry bulb or dry and wet bulb temperatures of the air stream were being cooled.
Factors affecting the performance of a pad-fan evaporative cooling system can be determined by numerous researchers, Liao and ASAE (2000), Chiu (2002), and Teitel et al. (2003), as follows: 1- Weather conditions. 2- Pad material. 3- Pad thickness and density. 4- Pad faces air velocity. 5- Water flow in pads. They also showed that evaporative cooling requires water to keep pads wet. Under normal conditions, a swamp cooler can use between 3 to 15 gallons of water a day, depend on the size of the swamp cooler and whether. They also showed that a fan draws air through the pads, where evaporation drops the temperature approximately 20 degrees °C in just seconds. Meanwhile, Kader (1992), Wang (1993), Wilson et al. (1995), and Hugh (2008) showed that in designing aspen pad coolers mounted vertically (5 - 10 cm thick), the adequate efficiency can be achieved with good distribution of water at flow rate about 2.4 L/min.m² of pad surface. They also added that evaporative cooler can be combined with a forced air cooler for small lots of produce. Air is cooled by passing through the wet pad before it passes through the packages and around the produce. The air can be cooled to within a few degrees of the wet bulb temperature of ambient air.

In recent years, increasing interest has been focused on the possibility of using some local materials such as rice straw and palm leaf fibers to replace the imported pads. Darwish (2006) found that temperature reduction for all rice straw treatments was higher than that for palm leaf fibers. It ranges from 5.67 to 8.66 °C for all rice straw treatments, while, in it ranged from 5.01 to 7.50 °C for all palm leaf treatments. Whilst, Ashour (1997) concluded that the maximum efficiency of evaporative pad cooling were obtained at density 50 kg/m³ 10 cm rice straw pad thickness. Basiouny and Abdallah (2008) showed that the highest average cooled air temperature was found at rice straw pad thickness of 15 cm and pad-face air velocity of 1.0 m/s.

In Egypt, there are lots of refrigerated storages used for storage of fruits and vegetables. Any method of increasing the relative humidity of the storage environment will slow the rate of water loss. Dumping water on the floor is a simplest method to add moisture to the air. However, wetting the floor is not a good plant sanitation procedure because it also wets hidden and hard to reach places where disease organisms can grow.
Modify and improve of an existing refrigerated storage room's to include evaporative cooling unit to overcome problems associated with irregular relative humidity, may help farmers and market dealers to maintain the quality of produce with accurate way. The cheapness and simplicity of this modification would encourage the farmers to use it on a national scale. The main objectives of this research work were to:

1. Test and evaluate the possibility of using the evaporative cooler to control air relative humidity inside storage room's and recommending specific improvements based on the results.
2. Study the effect of some operating parameters such as, water flow rate of pad surface and pads face air velocity on the air temperature and relative humidity.
3. Study the effect of such process on the performance of cold storage rooms in terms of tomatoes fruits storageability (weight loss percentage) and fruits firmness were also considered.

**EXPERIMENTAL PROCEDURE AND MEASUREMENTS**

To perform the objectives of this study, a small scale cold storage was used and tested in the pilot plant of the Rice Mechanization Center (RMC) of Ag. Eng. Res. Institute (AEnRI), in Meet El-Dyba, Kafr El-Sheik Governorate. This type of refrigerated storage were prevalence in our Egyptian villages, and generally used for short or long-term storage of fruits and vegetables.

The experimental work was divided into two stages. First stage was employed to design, built, and test a small evaporative cooler to assess its cooling efficiency under different parameters such water flow rate of pad surface and pads face air velocity. Based on the previous assessment, a digital humidifier was equipped with cooler to adjust the relative humidity as desired. Second stage was devoted to test, examine and compare the performance of storage room before and after modification. Comparison was based on the storageability of tomatoes (weight loss percentage) and fruits firmness.

**The Experimental Cold Storage:**

A full insulated refrigeration chamber accompanied with a 4 tons refrigeration unit model MITSUBISHI (R.F-310) was used for cold storage method. The dimensions of the refrigerated chamber were 3.2 m
long, 2.6 m wide and 3.7 m high with a full floor area of 8.32 m². The chamber arranged with metal shelves to accommodate the product containers. The experimental storage unit was modified by adding a small evaporative cooler located on a shelf near the ceiling to humidify the air inside the storage chamber.

- Evaporative Cooler.

Two centrifugal fans (2.0 m³/s discharges) rotating in a volute casing was used for forced-air cooling. The blowers powered directly by a single phase electric motor 0.75 hp with a rotating speed of 1440 rpm. A blower and duct for forcing air were located at one side of the pads, to force dry air stream through the wetted pads and blows the new cooled air throughout the storage as illustrated in (Fig. 1). Pad face air velocities were varied by changing the fan air flow rate by using an electric switch having certain ability for varying the rpm of the fan. Air speed exiting at the fan outlet was determined as the mean value of the four measured values.

![Schematic diagram to the main components of the evaporative cooler.](image)

A vertical pad (30 x 100 cm) were fabricated manually by filling uniformly the rice straw pad material in a wire net at a specific pad thickness (10 cm) to provide a constant pad density of about 50 kg/m³ according to, Ashour (1997). The prepared pad was constructed and fixed
in a steel frame equipped with steel screen and has the capability of matching with the pad thickness by means of screw bolts.

Water distribution system (Fig. 1) consists of a water tank, water control valve (tap) and perforated water pipe was used to uniformly distribute water over the pad. The water tank is filled by a connection with a domestic tap. Water passed from the tank through a water control valve to the perforated pipe and falls upon the pad. Excessive water was received in a gutter located below the pad. A small recirculating water pump sends the collected water back to the top of the water tank. Since water is continually lost through evaporation, a float valve - much like the one that controls the water in a toilet tank - adds water to the sump when the level gets low. A digital humidifier was equipped with cooler to adjust the relative humidity inside the storage room as desired.

- **Treatments and Storage Conditions:**
  The main variables taken in this evaluation stage were selected according the relevant studies as recommended by Wang (1993) and Kader (1992) as follows:
  - Four different water flow rate of pad surface (0.075, 0.120, 0.165 and 0.210 m³/h).
  - Three different pads face air velocity (0.25, 0.50 and 0.75 m/s).
Tests were conducted to cover the full combinations of the considered variables under their different levels on the air temperature, and relative humidity inside storage room.

Quality characteristics of the stored tomatoes in terms of tomatoes fruit firmness and tomatoes storageability were also considered to evaluate the cold storage room performance. During storage period tomatoes fruits were stored at 20 °C and 80-90% RH for 3 weeks, according to, (Lisa and Kader, 2004) and (Janet and Richard, 2000).

- **Procedures and Measurements:**
  - Tomatoes fruits variety Castelrock at pink ripening stage was used in this study. After manual harvest, tomatoes were inspected for damage and sorting out good tomatoes from the lot as picked from the field by manual picking. Then, the fruits were packed in plastic mesh baskets, and transported from the field to the storage room within 2 hours. Two parts of tomatoes fruits were used:
- The first part of tomatoes was placed on the cooling chamber after modified by adding a small evaporative cooler to humidify the air inside the storage chamber. The samples were stored at cooling chamber under the desired conditions of temperature (20 ± 1°C) and relative humidity level (80-90 %) for 3 weeks, according to Lisa and Kader (2004) and Janet and Richard (2000). The second part of tomatoes (control treatment) was stored at cooling chamber without modification, for 3 weeks.

During the experimental work, ambient air temperature and air relative humidity were daily measured by using a hand-held, digital readout, hot wire thermometer and anemometer, model Testo-425, Germany, with accuracy of (± 0.1°C), and (± 0.01 m/s). While tomatoes losses and quality change during storage were measured every week.

- Measurements of cooled air temperature and relative humidity.
To assess and evaluate the storage performance, the distributions of air temperature and relative humidity inside the storage chamber was measured and recorded. Twenty seven thermocouples (copper – constantan) were used and evenly distributed in three parallel planes at different heights inside the storage room at the bottom, middle and top of the chamber in order to measure the air temperature.

- Pad faces air velocity.
Pad face air velocities were varied by changing the fan air flow rate by using an electric switch having certain ability for varying the rpm of the fan. Air speed exiting at the fan outlet was determined as the mean value of the four measured values.

- Evaluation of cold storage room performance:
Cold storage room performance in terms of tomatoes fruits storageability (total weight loss percentage) and fruits firmness were also considered.

- Firmness of tomato fruits.
Tomatoes Castelrock variety was harvested at pink ripening stage and fruit firmness was measured initially for this stage, and followed after 3 week of a storage period.

Digital penetration meter (model FGC-50) was used with accuracy of 0.1 Newton, a single fruit was pressed by the conical end of the appropriate plunger with diameter 0.8 mm. The digital reading was increased with the increasing of the pressure on the fruit until the fruit
has been cracked. At this point the recorded digital reading (Peak) is the fruit hardness. Only one reading was recorded of each tomato fruit sample.

- **Storability of tomato fruits (total loss in weight).**
  After storage process, storage-ability was measured as percentage of total loss in weight of tomatoes during a storage period of 3 weeks. Total losses were determined by examining the yield every week, and then the total storage losses were then estimated.

**RESULTS AND DISCUSSION**

- **Cooling Room Performance Without Evaporative Cooler.**
  Figure (2) illustrates the hourly average variation of cooled air temperature and relative humidity inside the storage room before modification as affected by daytime. As shown in Fig. (2) the minimum cooled air temperature and the maximum relative humidity were found at nine o'clock. The averaged values of both cooled air temperature and relative humidity were 22.42 °C and 60.82 % respectively (Table, 1).

![Fig. (2): Hourly average variations of cooled air temperature and relative humidity inside the storage room before modification as affected by daytime.](image)

- **Cooling Room Performance With Evaporative Cooler.**
  Table (1) indicates the averaged values for both cooled air temperature and relative humidity. At the same time, the values of standard deviation was calculated and listed in Table (1) at different water flow rates of pad,
and pad face air velocities. In general, at any pad-face air velocity from 0.25 to 0.75 m/s the highest mean value of relative humidity were achieved at 0.165 m$^3$/h water flow rate comparing with the other water flow rates of pads. The data revealed that the highest mean value of air relative humidity (88.46 %) was obtained at 0.165 m$^3$/h and 0.5 m/s. Whilst, the lowest mean value of 65.33% relative humidity was obtained at 0.075 m$^3$/h and 0.25 m/s as shown in Table (1). The difference between the highest and lowest mean values of air relative humidity could be estimated by 35.40 % increment. The minimum mean value of cooled air temperature (19.1°C) was obtained at 0.165 m$^3$/h and 0.5 m/s. Whilst, the maximum mean value of cooled air temperature (21.5 °C) was obtained at 0.075 m$^3$/h and 0.25 m/s as shown in Table (1).

It may be concluded that, the average cooled air temperature for the cooled room with evaporative cooler was less than that without evaporative cooler. On the other hand, the average values of relative humidity in the cooled room with evaporative cooler were higher than that without evaporative cooler.

**Table (1):** Average cooled air temperature and relative humidity at different water flow rates of pad and pad-face air velocities.

<table>
<thead>
<tr>
<th>Water flow rate of pad, m$^3$/h</th>
<th>0.075</th>
<th>0.120</th>
<th>0.165</th>
<th>0.210</th>
</tr>
</thead>
<tbody>
<tr>
<td>pad-face air velocity, m/s</td>
<td>0.25</td>
<td>0.50</td>
<td>0.75</td>
<td>0.25</td>
</tr>
<tr>
<td>Mean cooled air temperature, °C</td>
<td>21.5</td>
<td>21.2</td>
<td>21.3</td>
<td>20.8</td>
</tr>
<tr>
<td>SD., of cooled air temp., °C</td>
<td>0.65</td>
<td>0.91</td>
<td>0.59</td>
<td>0.721</td>
</tr>
<tr>
<td>Mean relative humidity (RH), %</td>
<td>65.33</td>
<td>71.56</td>
<td>69.25</td>
<td>77.86</td>
</tr>
<tr>
<td>SD., of RH, %</td>
<td>2.12</td>
<td>3.66</td>
<td>3.03</td>
<td>2.952</td>
</tr>
</tbody>
</table>

Figure (3) shows the hourly average variation of cooled air temperature and relative humidity as affected by daytime at different water flow rates of pads and pad-face air velocity at 0.5 m/s.

As shown in Fig. (3), the lowest value of cooled air temperature (17.4 °C) was obtained at water flow rate of pad (0.165 m$^3$/h) at nine o'clock. Meanwhile, the highest value of relative humidity (89.9%) was obtained at the same conditions of water flow rate of pad (0.165 m$^3$/h) and pad-face air velocity (0.5 m/s).
Fig. 3: Hourly average variations of cooled air temperature and relative humidity as affected by daytime at different water flow rates of pads and (0.5 m/s) pad-face air velocity.

The 16th Annual Conference of the Misr Society of Ag. Eng., 25 July, 2009 1641
- **Quality Characteristics As Affected By Storage Room Performance.**

The quality characteristics of the stored tomatoes in terms of storageability (total weight loss percentage) and tomatoes firmness were also considered to evaluate the cooled storage room performance.

- **Storageability of tomatoes fruits.**

The aforementioned result showed that, the best ever result was obtained at 0.165 m³/h of water flow rates of pad and 0.5 m/s of pad-face air velocity. At these levels maximum relative humidity (88.46 %) and acceptable value of cooled air temperature (19.1 °C) were obtained, hence, the quality evaluation tests were carried out under these treatments.

Storability was measured as a total loss in weight of tomatoes during a storage period of 3 weeks. After storage period before modification (control treatment), the quality that assessed as weight of total loss during a storage period of 3 weeks was markedly increased which was 14.69%.

Meanwhile, storability of tomatoes fruits was highly improved with increasing air relative humidity to 89.9 %. The maximum deteriorated of tomatoes (5.62 %), comparing with the deteriorated value of control treatment (14.69 %). This increase in the total loss of tomatoes before modification may be due to the direct effect of storage air temperature and relative humidity on the respiration rate of plant tissue that generates heat as sugars, fats, and proteins in the cells of the crop are oxidized. Which in turn increases the damaged cells of plant, and that led to increase the total losses (storability) of tomato fruits (Table, 2). On other words, the relative humidity of the storage room directly influences water loss in produce these loss means decreased food value, loss of flavor, loss of salable weight, and more rapid deterioration.

- **Firmness of tomato fruits.**

Tomatoes Castelrock variety was harvested at pink ripening stage and fruits firmness was measured initially before storage and after three week of a storage period. Data in Table (2) showed the Average firmness of tomato fruits as affected by cooled storage room before and after modification (with evaporator cooler). The initial fruit firmness was 65.42 N for pink stage. In general, the fruit firmness of all tomatoes samples declined during storage but the declination was highly dependent on the
storage room conditions.

After storage period the highest firmness value (59.84 N) was obtained when using evaporator cooler with cooled storage. Meanwhile, tomatoes stored without evaporator cooler gave the lowest firmness (48.66 N), which was coupled with maximum total damage (14.69 %). This decrease in fruit firmness stored without evaporator cooler may be due to the direct effect of water losses from plant tissues and increasing the transpiration rate as result of storage in unfavorable ambient conditions of temperature and relative humidity, which increase respiration rate and generates heat as sugars, fats, and proteins in the cells of the crop are oxidized that decrease the total soluble solid in the fruits which in turn, decrease fruits firmness.

Table (2): Storageability and firmness of tomatoes fruits as affected by cooled storage room conditions before and after modification

<table>
<thead>
<tr>
<th>Storage Conditions</th>
<th>Storageability (Total loss, %)</th>
<th>Fruit firmness, N</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>Before storage period</td>
<td>After storage period</td>
</tr>
<tr>
<td>Cooling room without evaporative cooler (Before modification)</td>
<td>14.69</td>
<td>65.42</td>
</tr>
<tr>
<td>Cooling room with evaporative cooler (After modification)</td>
<td>7.62</td>
<td>59.84</td>
</tr>
</tbody>
</table>

* Tomatoes fruits were stored under conditions of 20 °C and 80-90% RH.

**CONCLUSION**

- The best ever result was obtained at 0.165 m³/h of water flow rates of pad and 0.5 m/s of pad-face air velocity. At these levels maximum relative humidity (88.46 %) and acceptable value of cooled air temperature (19.1 °C) were obtained.
- Before modification (control treatment), the quality that assessed as weight of total loss during a storage period of 3 weeks was markedly increased which was 14.69%.
- Storability of tomatoes fruits was highly improved by increasing air relative humidity to 89.9 %. The minimum deteriorated of tomatoes...
(5.62%) was obtained when tomatoes stored with evaporator cooler, comparing with the deteriorated value of control treatment (14.69 %).
- Tomatoes stored without evaporator cooler gave the lowest firmness (48.66 N), which was coupled with maximum total damage (14.69 %).

REFERENCES


تحسين أداء غرف تخزين الخضروات المبردة

د/ ماجدة محمد عبد الرحمن *

يعتبر التخزين بالتبريد من أحسن الطرق المستخدمة في حفظ منتجات الحقل من ثمار فاكهة وخضروات وذلك بتخزينها تحت درجات حرارة منخفضة ورطوبة نسبية مناسبة مما يساعد في منع أو تأخير التغيرات التي تحدث للثمار بعد الجمع وإتمام هذه العملية بطريقة صحية يؤدى إلى تنظيم توزيع وإطالة فترة الاحترام في الأسواق. ونظرًا لأن معظم الثمار المنتشرة بالأسواق المصرية لا يتم التحكم في الرطوبة النسبية لهذه الثمار إلا بطرق عشوائية تتألف في سكب الماء أو وضع الخشخاش المبلش في أرضية الخزائن، لذلك يهدف البحث إلى توفير وسيلة دقيقة تتيح تركيبها داخل الخزائن يمكن عن طريق التحكم في الرطوبة النسبية لهذه الخزائن. وقد أُجريت الدراسة على مرحلتين:

المرحلة الأولى: تم تنفيذها بهدف تصنيع وتثبيت مبرد تبخيري من النوع ذو الوسادة والمروحة وقد استخدم قش الأرز كمادة لواسادة المبرد. تم قياس أداء المبرد من خلال دراسة بعض العوامل الهندسية المؤثرة على أداء المبرد وذلك بدراسة أربع مستويات لرقم سرير الماء بدرجة حرارة ووجة الوسادة (0.25 - 0.50 - 0.75 متر مكعب /س) وثلاث مستويات لسرعة الهواء عند وجوه الوسادة (0.25 - 0.50 - 0.75 م/ث) واثرها على درجة الحرارة والرطوبة النسبية للثمار. 

المرحلة الثانية: تم تنفيذها بهدف مقارنة أداء غرفة التخزين المبردة قبل وبعد تركيب وحدة التبريد التبخيري المقتدرة. تم قياس أداء غرفة التخزين باستخدام محصول الطماطم من خلال تقدير نسبة الاحترام للثمار المخزن (قابلية ثمار الطماطم للتخزين) وتقدير درجة صلاحية ثمار المخزن. فيما يلي ملخص لاهتمامات دراسة:

- تحققت أفضل نتائج لتخزين محصول الطماطم عبر ترشيح التخزين المكون حيث بلغت درجة الحرارة المخزن إلى (19.1 درجة مئوية) كما وصلت الرطوبة النسبية للثمار المخزن إلى (89.9%) وذلك بتشغيل المبرد التبخيري على المعاملة التي اعتمدت على معدل سرير لمام الترب طين قدرها (0.10 - 0.25 متر مكعب /س)، وسرعة هواء قدرها (0.5 م/ث).

- عند تخزين دليل الخزائن العادية (بدون وحدة التبريد التبخيري) ارتفعت النسبة المنوية للثمار المخزن (27.2 درجة مئوية) في الثمار المخزن (27.2 درجة مئوية) حيث كانت (14.79%)، كما ارتفعت درجة صلاحية ثمار الطماطم لتصدر إلى (62,76) نوع، وذلك بالمقارنة بالثمار المخزن في ظروف الخزائن العادية (بدون وحدة التبريد التبخيري) حيث انخفضت النسبة المنوية للثمار المخزن (27.2 درجة مئوية) لتصل إلى (62,76) نوع، مما ارتفعت درجة صلاحية ثمار المخزن لتصدر إلى (62,76) نوع.